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g;j/‘,f;f”””f‘j brotection A Sanitary Sewer Overflow or Bypass
ironmental Pr on Agency . .
Notification Summary Report BT

- Within 24 hours of the occurrence, notify the lllinois EPA regional wastewater staff by telephone, fax, email or voice mail, if staff are
unavailable.
- Within 5 days of the occurrence, provide a written report describing the overflow or bypass, including all information requested on this

form. The permittee is required to submit this form or other equivalent written notification to the illinois EPA at:
BOW/CAS - MC 819

1021 N. Grand Ave. E.
P.O.Box 19276
Springfield, IL 62794

Failure to notify the lllinois EPA as specifled may result in fines up to $10, 000 for each day of viclation.

Instructions: Use this form to report all unscheduled sanitary sewer overflow or bypass occurrences. Attach additional information as
necessary to explain or document the overflow or bypass. For the purpose of this report, an overflow or bypass Is defined as the
discharge of untreated sewage from the sanitary sewer collection system to a surface water and/or ground due to circumstances such as

those identified by the check boxes in the overflow or bypass details section of this form.

Use one form per occurrence. Asingle occurrence may be more than one day If the circumstance causing the overflow or bypass results
in a discharge duration of more than 24-hours. If there Is a stop and restart of the overflow or bypass within 24-hours, but it's caused by
the same clrcumnstances, report it as one occurrence. If the discharges are separated by more than 24 hours, they should be reported as

separate occurrences.

24 - Hour Notiflcation Information

Permittee {Munliclpality or Facility Name): Permit Number: Person Representing Permittee Whao Contacted |EPA:
hoki
ggﬁggf%g%gg 8 sggigt a N/A Dennis Traiteur

Overflow or Bypass Reported to [EPA

Date: Time:  AM PM IEPA Office and Person Contacted:
10/12/12 1:00 O [ Wayne Cauffman Collinsville IL

ianltary Sewer Overflow or Bypass Details
Jate and Duration of Overflow or Bypass Occurrence {complete a separate form for each occurrence):

start Date: Time: AM  PM Duration of the overflow or bypass (hours and minutes):

10/12/12 e U Fl 1 hour

stimated Volume of Wastewater WWTP Flow During bypass (report in MGD):
Yischarged (gallons): Not applicable for a collection system SS0. Location of the Overflow or Bypass:

IC Tracks Pump Station

4,800 Gallons Rt 157 & Church Rd.

rcumstances Causing the Overflow or Bypass (check all that apply)
[ ] Rain [[] Power Outage [ Equipment Failure [ ] Other (explaln below)
[] Snow Meit [] Broken Sewer [ ] Widespread Flooding

vide a narrative description to further explain why the overflow or bypass occurred. For example, describe what equipment failed.
1at caused the power outage, or what plugged the sewer. Flooding should only be indicated, as a cause if there is significant flooding
it is caused by high river, stream, or lake water levels, not just localized high water in the street.

Bypass 4' Discharge Hose Split
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Wet Weather (if applicable)
Date(s} and Duration of Rainfall:

Start Date: Time: AM PM  End Date: Time: AM PM  Amount of Rainfall (inches) Amount of Snow Melt (inches)

g 0a

Contributing Soil Conditions (saturated, frozen, soil type)

Where Did the Dischrge from the Overflow or Bypass Go? (check all that apply)

Provide the name of the local receiving water that the wastewater enters, which could be a nearby stream, river, lake, or wetland. If
discharge does not enter directly into surface water, but indirectly by way of a ditch or storm sewer, trace the path of the ditch or storm

sewer to find the receiving water,

[] Runs on ground and absorbs into the sail
(] Ditch, Name of surface water it drains to:

(X] Storm Sewer, Name of surface water it drains to:

Canal

(] Surface water direct discharge:
(] Basement Back-ups, (Number & use (i.e.resldential, commerclal) of buildings affected):

(] other, describe:

Actlons to Correct This Occurrence and Prevent Future Owerflows or Bypassas

Describe what actlons were taken to minimize the volume of wastewater discharged from the overflow or bypass reported on this form.
Also describe what actions are planned to prevent or minimize future overflows or bypassess. lliinois law and NPDES permits prohibit
overflows or bypasses, unless certain specified conditions are met. Sanitary sewer overflows and bypasses may be the subject of

enforcement action,

Repaired 4" Discharge Hose

eport Completed By
{uthorized Representative Name (Print) Title
Wayne Myatt General Foreman
uthorized Representative Signature Date
, g 10/18/12

7 ’/"’
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- Within 24 hours of the accurrence, notify the lllinois EPA regional wastewater staff by telephone, fax, email or voice mail, if staff are

unavailable.
- Within 5 days of the occurrence, provide a written report describing the overflow or bypass, including all information requested on this

form. The permittee is required to submit this form or other equivalent written notification to the illinois EPA at:
BOW/CAS - MC #19

1021 N. Grand Ave. E.
P.0O.Box 19276
Springfield, IL 62794

Failure to notify the lllinois EPA as specified may result in fines up to $10, 000 for each day of violation.
Instructions: Use this form to report all unscheduled sanitary sewer overflow or bypass occurrences. Attach additional information as

necessary to explain or document the overflow or bypass. For the purpose of this report, an overflow or bypass is defined as the
discharge of untreated sewage from the sanitary sewer collection system to a surface water and/or ground due to circumstances such as

those identified by the check boxes in the overflow or bypass details section of this form.

Use one form per occurrence. A single occurrence may be more than one day if the circumstance causing the overflow or bypass results
in a discharge duration of more than 24-hours. If there is a stop and restart of the overflow or bypass within 24-hours, but it's caused by
the same circumstances, report it as one occurrence. If the discharges are separated by more than 24 hours, they should be reported as

separate occurrences.

24 - Hour Notification information

Person Representing Permittee Who Contacted IEPA:

Permittee {Municipality or Facility Name): Permit Number:
Commonfields of Cahokla
Public Water District N/A Dennis Traiteur

Overflow or Bypass Reported to |EPA

Date: Time: AM  PM IEPA Office and Person Contacted:
10/8/12 1:00 L B8 Wayne Caughman Collinsville, IL

Sanitary Sewer Overflow or Bypass Details
Date and Duration of Overflow or Bypass Occurrence (complete a separate form for each occurrence):

Start Date: Time: AM  PM Duration of the overflow or bypass (hours and minutes):

10/7/12 12:3000 b 20 hours 30 Minutes

Estimated Volume of Wastewater WWTP Flow During bypass (report in MGD):
Discharged (gallons): Not applicable for a collection system SS0. Location of the Overflow or Bypass:

4900 Piggott

18,000
ircumstances Causing the Overflow or Bypass (check all that apply)
[] Rain [} Power Outage [ ] Equipment Failure K} Other (explain below)
[T] Snow Melt [] Broken Sewer [ ] Widespread Flooding

rovide a narrative description to further explain why the overflow or bypass occurred. For example, describe what equipment failed.
fhat caused the power outage, or what plugged the sewer. Flooding should only be indicated, as a cause if there is significant flooding
1atis caused by high river, stream, or lake water levels, not just localized high water in the street.

Main Trunk Line Blocked

ED_005451A_00007956-00003
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Wet Weather {if applicable)
Date(s) and Duration of Rainfall:

Start Date: Time: AM PM  End Date: Time: AM PM  amount of Rainfall (inches) Amount of Snow Melt (inches)

0O RN

Contributing Soil Conditions (saturated, frozen, soil type)

Where Did the Dischrge from the Overflow or Bypass Go? (check all that apply)

Provide the name of the local receiving water that the wastewater enters, which could be a nearby stream, river, lake, or wetland. If
discharge does not enter directly into surface water, but indirectly by way of a ditch or storm sewer, trace the path of the ditch or storm

sewer to find the receiving water.

{x] Runs on ground and absorbs into the soil

(] Ditch, Name of surface water it drains to:

[] Storm Sewer, Name of surface water it drains to:

[T} Surface water direct discharge:
(] Basement Back-ups, {Number & use (i.e.residential, commerclal) of buildings affected):

[] other, describe:

Actions to Correct This Occurrence and Prevent Future Owerflows or Bypasses

Describe what actions were taken to minimize the volume of wastewater discharged from the overflow or bypass reported on this form.
Also describe what actions are planned to prevent or minimize future overflows or bypassess. lllinois law and NPDES permits prohibit
overflows or bypasses, unless certain specified conditions are met. Sanitary sewer overflows and bypasses may be the subject of

enforcement action.

Clean Main Trunk Line with high pressure water jet.

teport Completed By

Authorized Representative Name (Print) Title
Dennis Traiteur

tuthogized Representative Signature Date
N 10/8/12

Manager

ED_005451A_00007956-00004
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Naotification Summary Report [ AesetFori® |

- Within 24 hours of the occurrence, notify the lllincis EPA regional wastewater staff by telephone, fax, email or voice mail, if staff are

unavailable.
- Within 5 days of the occurrence, provide a written report describing the overflow or bypass, including all information requested on this

form. The permittee is required to submit this form or other equivalent written notification to the illinois EPA at:
BOW/CAS - MC #19

1021 N. Grand Avea. E.
P.C.Box 19276
Springfleld, IL 62794

Failure to notify the lllinois EPA as specifled may result in fines up to $10, 000 for each day of violation.
Instructions: Use this form to report all unscheduled sanitary sewer overflow or bypass occurrences, Attach additional information as

necessary to explain or document the overflow or bypass. For the purpose of this report, an overflow or bypass is defined as the
discharge of untreated sewage from the sanitary sewer collectlon system to a surface water and/or ground due to circumstances such as

those identified by the check boxes in the overflow or bypass details section of this form.

Usa one form per occurrence. Asingle occurrence may be more than one day if the circumstance causing the overflow or bypass results
in a discharge duration of more than 24-hours. If there is a stop and restart of the overflaw or bypass within 24-hours, but it's caused by
the same circumstances, repart it as one occurrence. If the discharges are separated by more than 24 hours, they should be reported as

separate occurrences.

24 - Hour Notification Information

Person Representing Permittee Who Contacted IEPA:

Permittee (Municlpality or Facility Name): Permit Number:
Commonfields of Cahokia
Public Water District N/A Dennis Traiteur

Overflow or Bypass Reported to IEPA

Date: Time: AM  PM IEPA Office and Person Cantacted:
7/6/12 3:00 0 & Collinsville, IL Wayne Caughman

ranitary Sewer Overflow or Bypass Details
Yate and Duration of Overflow or Bypass Occurrence (complete a separate form for each occurrence):

itart Date: Time: AM  PM Duration of the overflow or bypass (hours and minutes):

7/6/12 1:00 0] Approximately 1 hour

stimated Volume of Wastewater WWTP Flow During bypass (report in MGD):
tischarged (gallons}): Not applicable for a collection system 5SSO, Location of the Overflow or Bypass:

1,500 222 Hazel Ave., Belleville, IL

«cumstances Causing the Overflow or Bypass (check all that apply)
[] Rain (] Power Outage  [x] Equipment Failure [ ] Other (explain below)
[[] SnowMelt  [T] Broken Sewer [ ] Widespread Flooding

wide a narrative description to further explain why the overflow or bypass occurred. For example, describe what equipment failed.
13t caused the power outage, or what plugged the sewer. Flooding should only be indicated, as a cause if there is significant flooding
tis caused by high river, stream, or lake water levels, not just localized high water in the street.

The submersible pump failed to start pumping when the float contral cables sherted to

ground. These cables were submersed in 2 to 3 inches water in the floor of the lift

station

ED_005451A_00007956-00005



Wet Weather [if applicable)
Date(s} and Duration of Rainfall:
AM PM  End Date: Time::  AM PM  Amount of Rainfall (inches) Amount of Snow Melt (inches)

ad oo

Contributing Soil Conditions (saturated, frozen, soil type)

Start Date; Time:

Where Did the Dischrge from the Overflow or Bypass Go? (check all that apply)
Provide the name of the local receiving water that the wastewater enters, which could be a nearby stream, river, lake, or wetland. If
discharge does not enter directly into surface water, but indirectly by way of a ditch or storm sewer, trace the path of the ditch or storm

sewer to find the receiving water,

[T] Runs on ground and absorbs into the soil

Ditch, Name of surface water it drains to: Unknown

[] Storm Sewer, Name of surface water it drains to:

[] Surface water direct discharge:
(] Basement Back-ups, (Number & use (i.e.residential, commercial) of buildings affected):

(] Other, describe:

Actions to Correct This Occurrence and Prevent Future Owaerflows or Bypasses

Describe what actlons were taken to minimize the volume of wastewater discharged from the overflow or bypass reported on this form.
Also describe what actions are planned to prevent or minimize future overflows or bypassess. lliinois law and NPDES permits prohibit
overflows or bypasses, unless certain specified conditions are met. Sanitary sewer overflows and bypasses may be the subject of

enforcement action.
Pump water out of lift stationm, replace float control balls and relocate cables. A complete
rehab of the Creston Drive 1ift station is scheduled to begin 7/16/12.

sport Completed By
uthorized Representative Name (Print) Title
Dennis Tralteur Manager
sthorizgd Representative Signature Date
J gl - 7/11/12
A viee Zi
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é;avt;oof ri:mc;vi orection A Sanitary Sewer Overflow or Bypass | o ? |
nmenta ion Agency ] .

Notification Summary Report [ Reset Forne

- Within 24 hours of the occurrence, notify the lilinois EPA regional wastewater staff by telephone, fax, email or voice mail, if staff are
unavailable.
- Within § days of the occurrence, provide a written report describing the overflow or bypass, including all information requested on this

form. The permittee is required to submit this form or other equivalent written notification to the illinois EPA at:
BOW/CAS - MC #19

1021 N. Grand Ave. E.
P.0.Box 19276
Springfield, IL 62794

Failure to notify the lilinois EPA as specified may resuit in fines up to $10, 000 for each day of violation.

Instructions: Use this form to report all unscheduled sanitary sewer overflow or bypass occurrences. Attach additional information as
necessary to explain or document the overflow or bypass. For the purpose of this report, an overflow or bypass is defined as the
discharge of untreated sewage from the sanitary sewer collection system to a surface water and/or ground due to circumstances such as

those identified by the check boxes in the overflow or bypass details section of this form.

Use one form per occurrence. A single occurrence may be more than one day if the circumstance causing the overflow or bypass results
in a discharge duration of more than 24-hours. If there is a stop and restart of the overflow or bypass within 24-hours, but it's caused by
the same circumstances, report it as one occurrence, If the discharges are separated by more than 24 hours, they should be reported as

separate occurrences.

24 - Hour Notification Information

Permittee (Municipality or Facility Name): Permit Number; Person Representing Permittee Who Contacted IEPA:

Commonfields of Cahokia
Public Water District N/A Dennis Traiteur

Overflow or Bypass Reported to [EPA

Date: Time: AM  PM IEPA Office and Person Contacted:
7/11/12 8:10 EE] O Wayne Caughman  Collinsville IL

Sanitary Sewer Overflow or Bypass Details
Date and Duration of Overflow or Bypass Occurrence {complete a separate form for each occurrence):

Start Date: Time: AM  PM Duration of the overflow or bypass (hours and minutes):

7/10/12 5:00 0 ™ Approximately 2 hours

Estimated Volume of Wastewater WWTP Flow During bypass (report in MGD):
Jischarged (gallons): Not applicable for a collection system $SQ. Location of the Overflow or Bypass:

3,000 222 Hazel Ave., Belleville, IL

ircumstances Causing the Overflow or Bypass (check all that apply)
(] Rain [] PowerOutage  [¥ Equipment Failure [ ] Other (explain below)
[]SnowMelt [ ] Broken Sewer [ ] Widespread Flooding

‘ovide a narrative description to further explain why the overflow or bypass occurred. For example, describe what equipment failed.
'hat caused the power outage, or what plugged the sewer. Flooding should only be indicated, as a cause if there is significant flooding
atis caused by high river, stream, or lake water levels, not just localized high water in the street.

Chain broke that suspends the submersible pump in the wet well.

ED_005451A_00007956-00007
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Wat Weather (H applicablel

End Dot Tl Ameunt of Ruinfall doches)

Contabuting Sol Conditions Batrated, frosen, soil typed

Whare Did the Dischrge from the Overflow or Bypass Go? {check all that apply)

Provide the name of the |

ED_005451A_00007956-00008
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g;av‘j:; ;:*;"‘:;‘, rotection A Sanitary Sewer Overflow or Bypass
n i gency . .
Notification Summary Report [FrReatrom ]

[ FprntForm |

- Within 24 hours of the occurrence, notify the illinois EPA regional wastewater staff by telephone, fax, email or voice mail, if staff are
unavailable,
- Within 5 days of the occurrence, provide a written report describing the overflow or bypass, including all information requested on this
form. The permittee is required to submit this form or other equivalent written notification to the illinois EPA at:

BOW/CAS - MC #19

1021 N. Grand Ave. E.

P.O.Box 19276

Springfield, IL 62794

Failure to notify the lilinois EPA as specified may result in fines up to $10, 000 for each day of violation.

Instructions: Use this form to report all unscheduled sanitary sewer overflow or bypass occurrences. Attach additional information as
necessary to explain or document the overflow or bypass. For the purpose of this report, an overflow or bypass is defined as the
discharge of untreated sewage from the sanitary sewer collection system to a surface water and/or ground due to circumstances such as
those identified by the check boxes in the overflow or bypass details section of this form.

Use one form per occurrence. Asingle occurrence may be more than one day if the circumstance causing the overflow or bypass results
in a discharge duration of more than 24-hours. If there is a stop and restart of the overflow or bypass within 24-hours, but it's caused by
the same circumstances, report it as one occurrence. If the discharges are separated by more than 24 hours, they should be reported as

separate occurrences.

24 - Hour Notification Information

Permittee (Municipality or Facility Name): Permit Number: Person Representing Permittee Who Contacted IEPA:
field f Cahokia
e ggg‘?gg wgt:exs.E gis t?‘igt Dennis Traiteur
Overflow or Bypass Reported to lEPA
Date: Time: AM  PM IEPA Office and Person Contacted:
4/19/12 8:30 U Wayne Caughman

Sanitary Sewer Overflow or Bypass Details

Jate and Duration of Overflow or Bypass Occurrence (complete a separate form for each accurrence):

Start Date: Time: AM  PM Duration of the overflow or bypass (hours and minutes):
4/18/12  s:00 (1 (3 17 hours

Istimated Volume of Wastewater WWTP Flow During bypass {report in MGD):
Jischarged (gallons): Not applicable for a collection system SS50. Location of the Overflow or Bypass:

10,000 222 Hazel Ave. Belleville IL

ircumstances Causing the Overflow or Bypass {check all that apply)
[ ] Rain (] Power Outage  [X] Equipment Failure [ ] Other (explain below)
[ ] Snow Melt [] Broken Sewer [ ] Widespread Flooding

ovide a narrative description to further explain why the overflow or bypass occurred. For example, describe what equipment failed.
hat caused the power outage, or what plugged the sewer. Flooding should only be indicated, as a cause if there is significant flooding
atis caused by high river, streamn, or lake water levels, not just localized high water in the street.

Pump Failed

ED_005451A_00007956-00009



Wet Weather fif applicable)

Date(s} and Duration of Rainfall:

StartDate:  Time:  AM PM  End Date: Time:  AM PM  Amount of Rainfall (inches) Amount of Snow Melt (inches)

RN RN

Contributing Saif Conditions (saturated, frozen, soil type}

Where DId the Dischrge from the Overflow or Bypass Go? (check all that apply)

Provide the name of the local receiving water that the wastewater enters, which could be a nearby stream, river, lake, or wetland. If
discharge does not enter directly into surface water, but indirectly by way of a ditch or storm sewer, trace the path of the ditch or storm

sewer to find the receiving water.

[] Runs on ground and absorbs into the soil

] Ditch, Name of surface water it drains to: Unknown

(] Storm Sewer, Name of surface water it drains to:

(3 surface water direct discharge:
[[] Basement Back-ups, (Number & use (i.e.residential, commercial) of buildings affected):

[T Other, describe:

Actions to Correct This Occurrence and Prevent Future Owerflows or Bypasses

Describe what actions were taken to minimize the volume of wastewater discharged from the overflow or bypass reported on this form.
Also describe whatactions are planned to prevent or minimize future overflows or bypassess. lllinois law and NPDES permits prohibit
overflows or bypasses, unless certain specified conditions are met. Sanitary sewer overflows and bypasses may be the subject of

enforcement action.

Install new pump (See attached Invoices)
Send old pump for repalrs to use as backup pump

eport Completed By

wthaorized Representative Name (Print) Title
Dennis Traiteur Manager

Date

uthoyized Rew{tjye Signature
A5 23112

ED_005451A_00007956-00010
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Environmental Protection Agency N f . S R
otirication ummary report }}ResetFo‘r“mJ

- Within 24 hours of the occurrence, notify the Illinois EPA regional wastewater staff by telephone, fax, email or voice mail, if staff are

unavailable,
- Within 5 days of the occurrence, provide a written report describing the overflow or bypass, including all infarmation requested on this

form. The permittee is required to submit this form or other equivalent written notification to the illinois EPA at:
BOW/CAS-MC 119
1021 N. Grand Ave. E.
P.0.Box 19276
Springfield, IL 62794

Failure to notify the lllinois EPA as specified may result in fines up to $10, 000 for each day of violation.

Instructlons: Use this form to report all unscheduled sanitary sewer overflow or bypass occurrences. Attach additlonal information as
necessary to explaln or document the overflow or bypass. For the purpose of this report, an overflow or bypass is defined as the
discharge of untreated sewage from the sanitary sewer collectlon system to a surface water and/or ground due to circumstances such as

those identified by the check boxes in the overflow or bypass details section of this form,

Usa one form per occurrence. Asingle occurrence may be more than one day if the circumstance causing the overflow or bypass results
in a discharge duration of more than 24-hours. If there is a stop and restart of the overflow or bypass within 24-hours, but it's caused by
the same circumstances, report it as one occurrence. If the discharges are separated by more than 24 hours, they should be reported as

separate occurrences,

24 - Hour Notification Information

Permittee (Munlcipality or Facllity Name): Permit Number: Person Representing Permittee Who Contacted IEPA:
Commonfields of Cahokia
Public Water District N/A Dennis Traiteur

Overflow or Bypass Reported to IEPA

Date: Time: AM PM IEPA Office and Person Contacted:
4/16/12 11:00 3 Wayne Kaufman

ianitary Sewer Ovaerflow or Bypass Datails
Jate and Duration of Overflow or Bypass Occurrence (complete a separate form for each occurrence):

start Dater Time:  AM PM Duration of the overflow or bypass (hours and minutes}:
4714712 12:30 0 & 6 Hours
stimated Volume of Wastewater WWTP Flow During bypass (report in MGD):
lischarged (gallons): Not applicable for a collection system $SO. Lacation of the Overflow or Bypass:
4,000 N/A 222 Hazel Ave., Belleville, IL

~cumstances Causing the Overflow or Bypass (check all that apply)
[x] Rain (] Power Outage  [] Equipment Failure [ ] Other (explain below)
[[] Snow Melt  [] Broken Sewer  [] Widespread Flooding

wide a narrative description to further explain why the overflow or bypass occurred. For example, describe what equipment failed.
1at caused the power outage, or what plugged the sewer. Flooding should only be indicated, as a cause if there is significant flooding
tis caused by high river, stream, or lake water levels, not just localized high water in the street.

Heavy Raninfall. There is a sepertion in the sanitary sewer maln at 222 Hazel Ave.

ED_005451A_00007956-00011



Wet Weather (if applicable)

Datels} and Duration of Rainfall:

Start Date; Time: AM PM End Date: Time: AM PM  Amount of Rainfall (inches) Amount of Snow Melt (inches)

ad e

Contributing Soil Conditions (saturated, frozen, soil type)

Where Did the Dischrge from the Overflow or Bypass Go? (check all that apply}
Provide the name of the local receiving water that the wastewater enters, which could be a nearby stream, river, lake, or wetland. If

discharge does not enter directly into surface water, but indirectly by way of a ditch or storm sewer, trace the path of the ditch or storm
sewer to find the receiving water,

[[] Runs on ground and absorbs inta the soil

[XXDitch, Name of surface water it drains to: ~ Unknown

[] Storm Sewer, Name of surface water it drains to:

[J Surface water direct discharge:
D Basement Back-ups, (Number & use (i.e.residential, commercial) of buildings affected):

[C] other, describe:

Actions to Correct This Occurrence and Prevent Future Owerflows or Bypasses

ewater discharged from the overflow or bypass reported on this form.
ure overflows or bypassess. llinois law and NPDES permits prohibit
Sanitary sewer overflows and bypasses may be the subject of

Describe what actions were taken to minimize the volume of wast
Also describe what actions are planned to prevent or minimize fut
overflows or bypasses, unless certain specified conditions are met,

enforcement action.
Replace sanitary sewer manhole and maln a8 per prLamns:

See attached sanitary sewer repairs for 206 Hazel Ave.

tport Completed By
uthorized Representative Name (Print) Title
Dennis Traiteur Operator/Manager
ithogized Representative Signature Date
A

ED_005451A_00007956-00012
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state of llinois Sanitary Sewer Overflow or Bypass - {, Pt Fori ]

Environmental Protection Agency N t'f' t, S R t .
ourncation ~ummary nepor l‘;ResetFormv J

- Within 24 hours of the occurrence, notify the lllinois EPA regional wastewater staff by telephone, fax, email or voice mail, if staff are

unavailable.
- Within 5 days of the occurrence, provide a written report describing the overflow or bypass, including all information requested on this

form. The permittee is required to submit this form or other equivalent written notification to the illinois EPA at:
BOW/CAS - MC #19
1021 N. Grand Ave. E.
P.O.Box 19276
Springfield, iL 62794

Failure to notify the lilinois EPA as specified may result in fines up to $10, 000 for each day of violation.

Instructions: Use this form to report all unscheduled sanitary sewer overflow or bypass occurrences. Attach additional information as
necessary to explain or document the overflow or bypass. For the purpose of this report, an overflow or bypass is defined as the
discharge of untreated sewage from the sanitary sewer collection system to a surface water and/or ground due to circumstances such as
those identified by the check boxes in the overflow or bypass details section of this form.

Use one form per occurrence. A single occurrence may be more than one day if the circumstance causing the overflow or bypass results
in a discharge duration of more than 24-hours. If there is a stop and restart of the overflow or bypass within 24-hours, but it's caused by
the same circumstances, report it as one occurrence. If the discharges are separated by more than 24 hours, they should be reported as

separate occurrences,
24 - Hour Notification Information

Permittee (Municipality or Facility Name): Permit Number; Person Representing Permittee Who Contacted IEPA:

Egﬂ‘{gf&g g?‘ stg%ggléia N/A Dennis Traiteur

Overflow or Bypass Reported to IEPA

Date: Time: AM PM IEPA Office and Person Contacted:
1/3/12 3:30 O [ Wayne Kaufman

Sanitary Sewer Overflow or Bypass Details

Date and Duration of Overflow or Bypass Occurrence {complete a separate form for each occurrence):

Start Date: Time: AM  PM Duration of the overflow or bypass (hours and minutes):
1/3/12 g:00 K] [J 3 Hours
Estimated Volume of Wastewater WWTP Flow During bypass (report in MGDY):
Discharged (gallons): Not applicable for a collection system $SO. Location of the Overflow or Bypass:
2,000 N/A 222 Hazel Avenue, Belleville 1L

-ircumstances Causing the Cverflow or Bypass (check all that apply)
["] Rain [] PowerOutage  [X] Equipment Failure [ ] Other (explain below)
[ ] Snow Meit [ ] Broken Sewer [ ] Widespread Flooding

'rovide a narrative description to further explain why the overflow or bypass occurred. For example, describe what equipment failed.
Vhat caused the power outage, or what plugged the sewer. Flooding should only be indicated, as a cause if there is significant flooding
hat is caused by high river, stream, or lake water levels, not just localized high water in the street.

Chain Broke on By-Pass Pump

PL 733 6/8/06
ED_005451A_00007956-00013



Wet Weather (if applicable)

Date(s) and Duration of Rainfall:

Start Date; Time: AM PM  EndDate: Time: AM PM  Amount of Rainfall {inches) Amount of Snow Melt (inches)

RN 0

Contributing Soil Conditions (saturated, frozen, soil type)

Where Did the Dischrge from the Overflow or Bypass Go? (check all that apply)

Provide the name of the local receiving water that the wastewater enters, which could be a nearby stream, river, lake, or wetland. If
discharge does not enter directly into surface water, but indirectly by way of a ditch or storm sewer, trace the path of the ditch or storm
sewer to find the receiving water,

(] Runs on ground and absorbs into the soil

[X] Ditch, Name of surface water it drains to: Unknown

[[] Storm Sewer, Name of surface water it drains to:

[] Surface water direct discharge:

(] Basement Back-ups, (Number & use (i.e.residential, commercial) of buildings affected):

[[] Other, describe:

Actions to Correct This Occurrence and Prevent Future Owerflows or Bypasses

Describe what actions were taken to minimize the volume of wastewater discharged from the overflow or bypass reported on this form.
Also describe what actions are planned to prevent or minimize future overflows or bypassess. lilinois law and NPDES permits prohibit
overflows or bypasses, unless certain specified conditions are met. Sanitary sewer overflows and bypasses may be the subject of
enforcement action.

Repaired chain on By-Pass Pump. Washed down ditch with 3 Loads (4,500 Gallons, of Water.
New Pump Station to be installed.

Report Completed By
Authorized Representative Name (Print) Title

Dennis Traiteur Manager
Authgrized Representative Signature Date

ﬂ.,,. B> 1/6/12

ED_005451A_00007956-00014



g%ﬁ%i‘&r‘}* Sewer Overflow or Bypass
Motification Summary Report

Porenit Mumbern Person Begresenting Permittes Who Contacted PR

uis Peanin Tralteur

Dt
gi23411

HEA Ot ol Bavsnn Covtaetend

Inavilie, 11 0ifice - Waves Sauffaan

Praration of the overflow o bvoass ¢

i Hour

Laseativ oo the (el o Bepass

Lreston brive

Temparary 4" PVC Disvharps Hy-Pass Line Falled

T¥IY sig e

ED_005451A_00007956-00015



Wet Weather (if applicabie)
Date(s} and Duration of Rainfall: N/A

Start Date: Time: AM PM  End Date: Time: AM PM  Amount of Rainfall (inches) Amount of Snow Melt (inches)

0O L) O 3

Contributing Soil Conditions (saturated, frozen, soil type)

Where Did the Dischrge from the Overflow or Bypass Go? (check all that apply)

Provide the name of the local receiving water that the wastewater enters, which could be a nearby stream, river, lake, or wetland. If
discharge does not enter directly into surface water, but indirectly by way of a ditch or storm sewer, trace the path of the ditch or storm

sewer to find the receiving water.

[X Runs on ground and absorbs into the soil

(] Ditch, Name of surface water it drains to:

[[] Storm Sewer, Name of surface water it drains to:

[] Surface water direct discharge:
[] Basement Back-ups, (Number & use (i.e.residential, commercial} of buildings affected):

[] Other, describe:

Actions to Correct This Occurrence and Prevent Future Owerflows or Bypasses

Describe what actions were taken to minimize the volume of wastewater discharged from the overflow or bypass reported on this form.
Also describe what actions are planned to prevent or minimize future overflows or bypassess. llinois law and NPDES permits prohibit
overflows or bypasses, unless certain specified conditions are met. Sanitary sewer overflows and bypasses may be the subject of

enforcement action.

This is a temporary discharge line. Rubber Boots were installed to absorb the pump vibratiofs.
Commonfields of Cahokia Public Water District is currently accepting bids for the rehab of
Creston Drive Lift Station and replacement of the force main. Permit #2011-1B-1923.

Report Completed By

Authorized Representative Name (Print) Title

Dennis Traiteur Manager

Authgrized Representative Signature Date

APy SR />yt 9/23/11
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